
SPLITTER (BT SXRS-8)

SPLITTER (BT SXRS-8)
RG-6 COAX OUTLETS

RG-6
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RG-11
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BLDG 2 RM 5

SPLITTER (BT SXRS-8)
RG-6 COAX OUTLETS

RG-6
CABLING

SPLITTER (BT SXRS-8)
RG-6 COAX OUTLETS

RG-6
CABLING

SPLITTER (BT SXRS-8)
RG-6 COAX OUTLETS

RG-6
CABLING

SPLITTER (BT SXRS-8)
RG-6 COAX OUTLETS

RG-6
CABLING
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VOICE PATCH PANEL: WIRE 50-PAIR
INTERCONNECT USING 1-PAIR PER

JACK TO USOC 1-PAIR STYLE

50-PAIR CAT3
INTERCONNECT

CABLE

VOICE PATCH CORD WORKSTATION
CORD

DATA
PORT
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10' SLACK10' SLACK

DATA EQUIPMENT CORD

FIBER OPTIC EQUIPMENT
CORD

10' SLACK

HORIZONTAL
PATCH PANEL

FIBER LIU/PATCH
PANEL

24-STRAND MULTIMODE
FIBER OPTIC BACKBONE

300-PAIR MULTI-PAIR
VOICE BACKBONE

CROSSCONNECTS
BY OWNER.

OWNER FURNISHED OWNER
INSTALLED (OFOI)
NETWORKING EQUIPMENT

TWO 100 PAIR 110 STYLE
WIRING BLOCKS WITH 4-
PAIR CONNECTING
HARDWARE

RM 5 BLDG 2

10' SLACK

RM 227 BLDG 74

EXISTING 110 STYLE
WIRING BLOCK TOWER

SYSTEM

10' SLACK

EXISTING FIBER/LIU
PATCH PANEL

10' SLACK

RM 128 BLDG 2

NEW TELECOM
MANHOLE MH21

NEW TELECOM
MANHOLE MH22

NEW TELECOM
MANHOLE MH22A

EXISTING
UTILITY
TUNNEL

EXISTING
TELECOM

MANHOLE MH5

RM BG120 BLDG 143

EXISTING FIBER/LIU
PATCH PANEL

RM 39 BLDG 2
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EXISTING 110 STYLE
WIRING BLOCK TOWER

SYSTEM

EXISTING 110 STYLE
WIRING BLOCK TOWER

SYSTEM

EXISTING FIBER/LIU
PATCH PANEL

2-400 PAIR COPPER
VOICE BACKBONE.

1-72 STRAND & 3-48
STRAND FIBER OPTIC

CABLE.

1-12 STRAND FIBER
OPTIC CABLE.

10' SLACK

NURSE CALL/CODE BLUE
ENCLOSURE. INSTALL JERON

GATEWAY 7993 MODULES (QTY
AS REQUIRED). TERMINATE TO

JERON SWITCH.

NURSE CALL MASTER
STATION. PROVIDE

3-GANG BOX.

NURSE CALL
ANNUNCIATOR

STATION. PROVIDE
3-GANG BOX.

TELECOM

RM 5 BLDG 2 NURSE STATION
PATIENT

ROOM
RESTROOM

CORRIDOR

TOILET STATION W/
PULL CHORD.

PROVIDE 1-GANG BOX.

PATIENT STATION.
PROVIDE 1-GANG

BOX.

HOMERUN 1" CONDUITS TO
TELECOMMUNICATIONS RM. CABLING ACCORDING
TO MANUFACTURERS INSTRUCTIONS.

NURSE CALL/CODE
BLUE DOME LIGHT.
PROVIDE 2-GANG

BOX

120V CIRCUIT

FIBER

SOILED/CLEAN UTILITY

ROOM.

DUTY STATION.
PROVIDE 1-GANG BOX.

PATIENT STATION.
PROVIDE 1-GANG

BOX.

DIALYSIS BAY

CODE BLUE
STATION. PROVIDE

1-GANG BOX.

CODE BLUE
STATION. PROVIDE

1-GANG BOX.

NURSE CALL/CODE
BLUE DOME LIGHT.
PROVIDE 2-GANG

BOX

FIBER OPTIC CABLE TO TIE
INTO EXISTING CAMPUS

SYSTEM NETWORK (JERON
790 SYSTEM). ROUTE TO

BLDG 1 RM 2B.

ACCESS CONTROL SYSTEM NOTES:

RISER IS INTENDED TO SHOW GENERAL CONFIGURATION AND CONNECTIONS. VERIFY DEVICE

QUANTITIES FROM FLOOR PLANS AND PROVIDE AS REQUIRED FOR FULLY FUNCTIONAL SYSTEM.

ALL CABLING SHALL BE IN CONDUIT DEDICATED FOR THE ACCESS CONTROL SYSTEM. MINIMUM SIZE

CONDUIT IS 1". VERIFY ALL CABLING TYPES AND QUANTITIES WITH MANUFACTURER AS PROVIDE AS

REQUIRED.

2-DOOR READER
INTERFACE

PANEL, QTY AS
REQUIRED

POWER
SUPPLY, SIZE
AS REQUIRED

INTELLIGENT
SYSTEM

CONTROLLER

ACCESS
CONTROL SYSTEM

HEADEND
WORKSTATION

LAN (TCP/IP)

TYPICAL DOOR, SEE
PLANS FOR SPECIFIC
DEVICES AND QUANTITIES

ACCESS
CONTROL

PANEL

DOOR CONTACT

DOOR CONTACT

ELECTRONIC HINGE

ELECTRONIC HINGE

TYPICAL DOOR, SEE
PLANS FOR SPECIFIC
DEVICES AND QUANTITIESDOOR CONTACT

DOOR CONTACT

ELECTRONIC HINGE

ELECTRONIC HINGE

SEE NOTE 1

SEE NOTE 1
EXISTING LANELL ACCESS
CONTROL PANEL BLDG 1 RM 2B

C

SECURITY PATCH
CORD

120V CIRCUIT

SECURITY CAMERA
MOUNT AS INDICATED
ON PLANS

10' SLACK

SECURITY CCTV JUNCTION
BOX CONTROLLER

EXISTING SECURITY
PATCH PANEL

CABLE PER
MANUFACTURER DATA

CCTV SYSTEM SHALL BE
COMPATIBLE WITH EXISTING

CAMPUS SYSTEM

POLICE STATION IT CLOSET BLDG 1 RM 2B

PANIC ALARM HOME RUN MODULE.
SYSTEM SHALL BE COMPATABLE WITH

EXISTING CAMPUS SYSTEM .

DURRESS
BUTTON

(TYS)

TELECOM
RM 5 BLDG 2

HOMERUN 1" CONDUITS TO
TELECOMMUNICATIONS RM. CABLING ACCORDING
TO MANUFACTURERS INSTRUCTIONS.

2#14 SOLID
CONTROL CABLE

120V CIRCUIT

CONTRACTOR SHALL CONNECT AS
SUB ZONE TO EXISTING
APPLIANCE PANEL

S

S

S

S

S

S

w/ 10 ZONE PAGE RELAYS ( LOCATED

IT ROOM 2F110)

AMPLIFIER / PREAMPLIFIER

2/C - #18

AMP

120 V

2/C - #18

PAGING SYSTEM SPEAKERS w/
VANDAL-PROOF SPEAKER BAFFLE,

RECESSED ENCL & TRANSFORMER
COMPATABLE WITH EXISTING CAMPUS SYSTEM

COMPATABLE WITH EXISTING CAMPUS SYSTEM

ZONE 2
LEVEL 2

ZONE 1
LEVEL 1

HIGH - LOW VOLUME
CONTROL

FROM PBX BLDG 1

Z1

Z2

DESIGN/BUILD
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RELOCATE AND EXPAND RENAL

DIALYSIS

SINGLE LINE DIAGRAMS

2 KRWMCE

2016.01.22

658-315

ET601
SALEM VA MEDICAL CENTER 144144

CONSTRUCTION DOCUMENTS
NOT TO SCALE4F
VIDEO RISER DETAIL

NTS5B
VOICE/DATA RISER DIAGRAM

NOT TO SCALE9B

NURSE CALL/CODE BLUE SYSTEM

SINGLE LINE AND MOUNTING DETAIL

NOT TO SCALE9F

ACCESS CONTROL

SYSTEM RISER DIAGRAM

NOT TO SCALE5F

SECURITY CCTV SYSTEM

RISER DIAGRAM

NOT TO SCALE6D
PANIC ALARM SYSTEM RISER DIAGRAM
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